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BACKING PL 6”x11/4”x16GA. METAL STUDS (E) MTL DECK W/
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(E) SUB—PURLIN/ 6”0
— 1/ _ B GYP BOARD ASSEMBLY (E) METAL DECK—\ MAY.
1
. L o, b \ V
o | ‘ ‘ x> 1 - - — = — - = - —
F | E - @) #12 sus. © SESSise) i Lol Th el
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N
SE400 / 17 = 1’0" NOTCH CHANNEL (4) #12 S-M-Sk R GYP BOARD > L BOTH SIDES )
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SHEET NOTES

CEILING SURFACES NOT SPECIFICALLY INDICATED AS
NEW ARE TO BE CONSIDERED EXISTING TO REMAIN.

PROVIDE CEILING ACCESS AS REQUIRED FOR
EQUIPMENT AND SYSTEM MAINTENANCE. IDENTIFY
ACCESS TILES OR PROVIDE REMOVABLE ACCESS
PANELS WHERE REQUIRED.

3. REFERTO ENGINEERING DOCUMENTS FOR EXACT
QUANTITIES OF NEW AND DISPOSITION OF EXISTING
SMOKE DETECTION, FIRE ALARM DEVICES, AND
SPEAKERS.

4. LAYOUT ACOUSTICAL CEILING TILES FROM CENTER OF
ROOM, BOTH DIRECTIONS, UNO

5. CEILING FINISH TO CONTINUE ABOVE ALL UPPER WALL
CABINETS, UNO

LOCATE ALL SPRINKLER HEADS, SMOKE DETECTORS,
SPEAKERS AND ALL OTHER CEILING MOUNTED
MECHANICAL, ELECTRICAL, PLUMBING AND SECURITY
ITEMS AT THE CENTER FO ACOUSTICAL CEING TILE,
UNO
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REFLECTED CEILING PLAN - LEVEL 3 - AREAD
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Finish
8| - 0"

NEW LED DOWNLIGHT

NEW GYPSUM BOARD CEILING / SOFFIT

NEW 2' X 4' SUSPENDED ACOUSTICAL TILE CEILING

MATERIAL FINISH CODE , SEE ROOM AND MATERIAL FINISH
SCHEDULES

CEILING HEIGHT ABOVE FINISH FLOOR

NEW RECESSED RETURN AIR CEILING DIFFUSER, REFER TO
MECHANICAL DWGS FOR SIZES

NEW RECESSED SUPPLY AIR CEILING DIFFUSER, REFER TO
MECHANICAL DWGS FOR SIZES

NEW RECESSED EXHAUST AIR CEILING DIFFUSER,
REFER TO MECHANICAL DWGS FOR SIZES

NEW AIR CURTAIN SLOT, REFER TO MECHANICAL DWGS

NEW LAMINAR PANEL, REFER TO MECHANICAL

CEILING MOUNTED NEW EXIT SIGN
MEDICAL GAS OUTLETS, REFER TO PLUMBING
DRAWINGS

CEILING MOUNTED DATA OUTLET, REFER TO
TELECOMMUNICATIONS DWGS

CEILING MOUNTED ELECTRICAL OUTLET, REFER TO
ELECTRICAL DWGS

AREA OF BUILDING NOT IN SCOPE OF WORK

NOTE: FOR FIRE, LIFE SAFETY FIXTURE SYMBOLS, REFER TO Gl002
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MATERIAL FINISH SCHEDULE MATERIAL FINISH SCHEDULE (CONTINUED) MATERIAL FINISH SCHEDULE (CONTINUED)
LOCATION CODE DESCRIPTION BASIS OF DESIGN NOTE LOCATION CODE DESCRIPTION BASIS OF DESIGN NOTE LOCATION CODE DESCRIPTION BASIS OF DESIGN NOTE
FLOOR WALLS (CONT'D) MISCELLANEOUS
RESIN FLOORING - OR. RF :Tﬂ%’?ilggkl?ggl\;\lE%ng%E Mgggug}—og?éﬁg% RTZ ACCENT WALL CG1 IMPACT RESISTANT ACROVYN MNFR: C/S ACROVYN FRAME SYSTEMS SLIDER DOORS BETWEEN GL-2 SLIDER DOOR SYSTEM W/ MNFR: HORTON DOORS
COLOR: SANTA FE PROTECTION WP-1 WALL PROTECTION COLOR: #517 TETON WHITE O.R. & STORAGE ROOM SWITCHABLE GLASS TYPE: ICU SLIDING GLASS DOORS WITH BREAKAWAY DOOR
CONTACT: CARL BAGE, BUSINESS DEVELOPMENT GROUP - E@Lﬂ'}{ciUEEFSXEggﬁTRFEERAS GLAZING: SWITCHABLE TEMPERED GLASS
ARCHITECTURAL ENGINEER : THICKNESS: 4MM THICK
CELL: 818.516.2977 COMPANY: INTEGRATED MARKETING CONCEPTS, INC.
EMAIL: CBAGE@STONHARD.COM TEL: 909.392.5500 HORTON DOORS
WEB: WWW.STONHARD.COM CELL: 626.665.1321 CONTACT: KARL SHARLAKIAN
EMAIL: ELISA@IMC-CA.COM EMAIL: KARL_SHARLAKIAN@OVERHEADDOOR.COM
RESIN FLOORING - STAFF RF-1 RESIN FLOORING W/ 6" MNFR: STONHARD WEB: WWW.IMC-CA.COM WEB: WWW.HORTONDOORS.COM
RESTROOMS & LOCKERS / INTEGRAL COVED BASE PRODUCT: STONTEC RF-1-1/16" FLAKE
SHOWERS COLOR: MOJAVE BEIGE SWITCHABLE TEMPERED & LEAD SHIELDED GLASS
CONTACT: CARL BAGE, BUSINESS DEVELOPMENT GROUP - ULTRARAY
ARCHITECTURAL ENGINEER I\CA%ETLAECBO?%BSE&;'Q%%
CELL: 818.516.2077 : 905.338.
EMAIL: CBAGE@STONHARD.COM RFINCH@ULTRARAY.COM
WEB: WWW.STONHARD.COM WALL SURROUND - OR. & S5-1 WALL SURROUND - MNFR: CORIAN WEB: HTTP/ULTRARAY.COM
STORAGE ROOM PROTECTION (FIELD) MODEL: WET WALL PANEL SYSTEM
OPTIONAL PANS
FAUX WOOD RESILIENT RSF RESILIENT SHEET FLOORING MNFR: SHANNON SPECIALTY FLOORING COLOR: RICE PAPER
PLANK FLOORING AT PRODUCT: TEKNOFLOR THK: 1/4" FOR WALL DOORS & FRAMES IRP IMPACT RESISTANT ACROVYN MNFR: C/S ACROVYN
STAFF LOUNGE TYPE: FORESTSC APES CONTACT: MONICA SAMS DOOR & FRAME PROTECTION COLOR: #656 SUNLIT MAPLE
COLOR: 51022 MOUNTAIN WALNUT TEL: 9626311078 FINISH: SUEDE TEXTURE
SIZE: 2.34MM THICK NON-CUSHIONED EMAIL: MONICA SAMS@DUPONT.COM CONTACT: ELISA CONTRERAS
CONTACT: DREW ELSHOFF WEB: WWW.DUPONT.COM COMPANY: INTEGRATED MARKETING CONCEPTS, INC.
CELL: 626.674.3760 TEL: 909.392.5500
EMAIL: DREW@DMFLOORS.COM CELL: 626.665.1321
WEB: WWW.SHANNONSPECIALTYFLOORS.COM @%@'.LW%W?%MC(X%%EAOM
WALL SURROUND - $S-2 WALL SURROUND - PROTECTION  MNFR: AVONITE ' ' '
SHOWERS (TOILET ROOM / MODEL: WET WALL PANEL SYSTEM
MEDICATION ROOM RSF-1 RESILIENT / WELDED SHEET MNFR: JOHNSONITE 1Q LOCKER ROOM) OPTIONAL PANS
FLOORING PRODUCT: RESILIENT WELDED SHEET FLOORING COLOR: MALT F1-7810 TOILET PARTITIONS SP-1 SPC PANELS - HPDL (HIGH MNFR: WILSONART
COLOR/PATTERN: GRANITE #463 THK: 1/4" FOR WALL PRESSURE DECORATIVE TYPE: COMPACT HPDL
CONTACT: ELLEN WREN, MARKET DEVELOPMENT MANAGER CONTACT: DEINISE BREITENBUCHER, ARCHITECTURAL LAMINATE) COLOR: AMBER CHERRY 7919-60
CELL: 213.842.0158 CONSULTANT, CGBP-ROYAL PLYWOOD CO. CONTACT: JOE CHON, SPECIFICATIONS REPRESENTATIVE
EMAIL: ELLEN.WREN@TARKETT.COM TEL: 626.221.0494 CELL: 562.781.4056
WEB: WWW.TARKETT.COM EMAIL: DENISE@ROYALPLYWOOD.COM EMAIL: CHONJ@WILSONART.COM
WEB: WWW.AVONITESURFACES.COM WEB: WWW.WILSONART.COM
, PLASTIC WALL GLAZING - PG-2 PLASTIC WALL GLAZING - MNFR: 3FORM
\(,;V%%PKE(T)FT%(E;Q STAFF e CARPETTILE Mgggug“.‘ﬁg g%iLE VALOMA LINDA STANDARD WOMEN'S LOCKER ROOM FEATURED WALL APPLICATION STYLE: FLOCK STEM UNIT SHOWER/ BATHS MTA SHOWER ROD MNER: BOBRICK
COLOR: 7776 DETAILS GAUGE: 172" MATERIAL: TYPE 304 STAINLESS STEEL
CONTACT: KRISTINA WURTZ SIZE: 16°W X 6-10"H FINISH: SATIN
COMPANY: INTERFACE FINISH: FRONT - SANDSTONE MODEL: CLASSIC SERIES B-6107
TEL: 213.280.4180 ggﬂm% 5'3;\551'? MORGAN SIZE: 1@ X 20 GA
: : 213.507. CONTACT: CUSTOMER SERVICE
\Evl\lgglLW}s\F/{\}\? T&Nré'F\{/Y:lj\ETE.Z%WERFACE'COM EMAIL: HARRIETMORGAN@3-FORM.COM TEL: 818-982-9600
WEB: WWW.3-FORM.COM www.bobrick.com
WALLS
PLASTIC WALL GLAZING - PG-3 PLASTIC WALL GLAZING - MNER: 3FORM STAFF SHOWERS SC-1 SHOWER CURTAIN I\P/IL\ITF1I_?E:R¢\IRCT I &)Lwé e ngJ/;h%xNRD VA LOMA LINDA CUBICLE
PUBLIC & STAFF PT-1 PORCELAIN WALL TILE - FIELD MNFR: TRINITY TILE FULL HEIGHT (STACKED) MEN'S LOCKER ROOM FEATURED WALL APPLICATION STYLE: FLOCK COVE NUMBER: AC-33238 X
RESTROOM / TOILET PRODUCT: THREAD PATTERN GAUGE: 12" o
. ; Ty R COLOR: TROPICANA #9 PROVIDE CLEAR LINING
WALL TILE COLOR: COTTON USE 1/6" GROUT LINES (UNSANDED) SIZE: 16"W X 610"H CONTENT: 57% RECYCLED FR POLYESTER 40% FR POLYESTER
SIZE: 12X 24 : ) : O 407 ,
CUSTOM BUILDING PRODUCTS FINISH: FRONT - PATINA 3% XSTATIC SILVER ANTIMICROBIAL FIBER
INSTALLATION: HORIZONTAL / STACKED CONTACT: HARRIET MORGAN El\(l)VIR ONMENTAL: RECYCLED CONTENT
CONTACT: READE PALMER PROVIDE APPROPRIATE PROFILE CELL: 213.507.7910 CONTACT: STACY NOCHENSON, SALES REPRESENTATIVE
COMPANY: SUSTAINABLE SURFACES EDGING TRIMS (PE) AT EXPOSED EMAIL: HARRIETMORGAN@3-FORM.COM CELL: 310.903.7342 ’
L 20300 EDGES WEB: WWW.3-FORM.COM EMAIL: SNOCHENSON@ARC-COM.COM
EMAIL: READE@S2LA.COM WEB: WWW.ARC-COM.COM
WEB: WWW.S2LA.COM STANDARD VA LOMA LINDA
WEB: WWW.TRINITYTILE.COM PORCELAIN TILE WALL BASE
PUBLIC & STAFF PT-2 PORCELAIN WALL TILE - ACCENT | MNFR: TRINITY TILE FULL HEIGHT (STACKED .
RESTROOM / TOILET PRODUCT: THREAD PATTERN ( ) RUBBER WALL BASE RB RUBBER BASE MNFR: JOHNSONITE GUARDRAILS / HANDRAILS / R-1 GUARDRAILS / HANDRAILS / MNFR: C/S ACROVYN GUARDRAILS / HANDRAILS
WALL TILE COLOR: FLAX USE 1/6" GROUT LINES (UNSANDED AT PUBLIC SPACES - PRODUCT: FINISHING BORDERS /WALL BASE CRASH RAILS CRASH RAILS COLOR: #656 SUNLIT MAPLE CRASH RAIL
SIZE: 12X 24 CUSTOM BUILDING PRO(DUCTS ) CORRIDORS, LOBBY, COLOR #: 45 SANDALWOOD WB CORRIDORS/HALLWAYS TYPE: ACROVYN 4000 (HRB-20N)
' , & WAITING AREA THICKNESS: 1/8" TOELESS BASE TYPE: ACROVYN SCR-50N
INSTALLATION: HORIZONTAL / STACKED HEIGHT: &' CONTACT 21 198 CoN AR RAS
COMPANY: SUSTAINABLE SURFACES EDGING TRIVS (()F?ETQIEE;ESQELLE . e SONITE. ING COMPANY: INTEGRATED MARKETING CONCEPTS, INC.
. : ,INC. TEL: 909.392.5500
I;EELLLZ%%%%G EDGES CELL: 213.842.0158 CELL: 626.665.1321
EMAIL: READE@S2LA.COM kil ey EMAIL: ELISA@IMC-CA.COM
WEB: WWW.S2LA.COM STANDARD VA LOMA LINDA S ' WEB: WWW.IMC-CA.COM
WEB: WWW.TRINITYTILE.COM PORCELAIN TILE
: PROFILE EDGE TRIM PE-1 STAINLESS STEEL PROFILE MNFR: SCHLUTER SYSTEMS
FIELD COLOR ON GWB P-1 PAINT MNFR: DUNN EDWARDS STANDARD VA LOMA LINDA PAINT CEILING EDGING TYPE: TBD
COLOR: DDE5497 TAPERING LIGHT COLOR CONTACT:
FINISH: EGGSHELL N~ Ve COMPANY:
CONTACT: LARRY LOO MEDICATION ROOM ACT-SP ACOUSTIC CEILING TILE //MNVFR: ARMSTRONG TEL
TEL: 626-590-7777 PRODUCT: ULTIMA HEALTH ZONE #1935 SQUARE LAY-IN CELL:
WEB: WWW.DUNNEDWARDS.COM SIZE: 2 %2 GRID ENATL
SUSPENSION: PRELUDE XL 15/16" EXPOSED TEE (WHITE) WEB: WWW.SCHLUTER.COM
FIELD COLOR ON GWB - WET P-1S PAINT FINISH: SATIN CONTACT: MATTHEW J. SANDER, CS|
AREAS TEL: 323.219.5036
EMAIL: MJSANDER@ARMSTRONGCEILINGS.COM MEDICAL EQUIPMENT STRAP | STP-1 MEDICAL EQUIPMENT STRAP MNFR: SAFE - T -PROOF
WEB: WWW.ARMSTRONG.COM TYPE: STP-MP-202-16
COLOR: PUTTY
WEB: WWW.SAFE-T-PROOF.COM
FIELD COLOR ON GWB - OR P-1SS SCRUB-ABLE PAINT RUSTOLEUM S60
AREAS COLOR: DDE5497 TAPERING LIGHT
FINISH: WATER BASED EXPOXY OFFICES & BACK OF ACT-1 ACOUSTIC CEILING TILE MNFR: ARMSTRONG
PRIMER: ULTRASHIELD MULTI SURFACE ULMS00 HOUSE SPACES (SEE PRODUCT: MESA SECOND LOOK #5688, TEGULAR
ROOM FINISH SIZE: 2'x4' GRID
SCHEDULE) SUSPENSION: PRELUDE XL 15/16" EXPOSED TEE (WHITE)
CONTACT: MATTHEW J. SANDER
TEL: 323.219.5036
FIELD COLOR ON GWB P-2 ACCENT PAINT MNFR: DUNN EDWARDS STANDARD VA LOMA LINDA PAINT EMAIL: MJSANDER@ARMSTRONGCEILINGS.COM
COLOR: DEC761 COCHISE COLOR WEB: WWW ARMSTRONG.COM '
FINISH: EGGSHELL ' ' '
CONTACT: LARRY LOO
TEL: 626-590-7777
WEB: WWW.DUNNEDWARDS.COM ROOM FINISH SCHEDULE
ROOM WALLS
;EIIE-ESCOLOR ON GWB - WET P-23 PAINT FINISH: SATIN EIEElLLlle%OLOR ON GWB P-GWB PAINT MNFR: DUNN EDWARDS (SJIDAI:’\(I)IIJQARD VA LOMA LINDA PAINT NO. ROOM NAME FLOOR BASE NORTH EAST SOUTH WEST CEILING REMARKS
COLOR: DE5497 TAPERING LIGHT
FINISH: FLAT 3F-01 ANESTHESIA CHIEF CPT RB P-2 P-1 P-1 P-2 ACT-1
ACCENT COLOR ON GWB P-3 ACCENT PAINT MNFR: DUNN EDWARDS CONTACT: LARRY LOO OFFICE
FRisH: EqosEL TEL: 626-590-7777 3F-02 |ANESTHESIA CPT RB P-1 P-1 P-1 P-2/P-3 ACT-1 CG-1 & P-2 AT COLUMN
B8 WEB: WWW.DUNNEDWARDS.COM
CONTACT: LARRY LOO WORKSTATIONS
TEL: 626-590-7777
WEB: WWW.DUNNEDWARDS.COM 3F-02A \MEDICATION RM RSF-1 RSF-1 P-3SS P-1SS P-1SS P-3SS ACT-SP WP-1
FIELD COLOR ON GWB - WET P-3S PAINT FINISH: SATIN 3F-03 STAFF LOUNGE / RSF RB P-1S P-2S P-4S P-2S ACT-1 WP-1
AREAS BREAKROOM
3F-04 |ANESTHESIA CPT RB P-1 P-1 P-1 P-2 ACT-1
WORKSTATIONS / MTG
5 FIELD COLOR ON GWB - OR P-35S SCRUB-ABLE PAINT RUSTOLEUM S60 ROOM
z AREAS COLOR: DE5794 LAKE WINNIPEG
S FINISH: WATER BASED EXPOXY 3F-10  (E) RECEPTION (E) RB (E) (E) P-1 (E) MATCH EXISTING RUBBER BASE
= PRIMER: ULTRASHIELD MULTI SURFACE ULMS00
E 3F-11 ROBOTIC STORAGE RF RF P-1SS GL-2/P-1SS|P-1SS P-1SS ACT-SP WP-1
(on
_%‘ 3F-22 MNGR. OFFICE CPT RB P-1 P-1 P-2 P-2 ACT-1
E| ACCENT COLOR ON GWB P-4 ACCENT PAINT ?Zﬂgll_:g:RDUD’\égS%%vgﬁﬁ/?ESHlNT 3F-25 VESTIBULE RSF RSF P-2 P-1 P-1 P-2 P-GWB PG-1
% FINISH: EGGSHELL 3F-26 FEMALE STAFF LOCKERS |RF-1 RF-1 P-1S P-1S/PG-2/ |PT-1 P-2S P-GWB CG-1
8 CONTACT: LARRY LOO P-2S/PT-1
! TEL: 626-590-7777
8| WEB: WWW.DUNNEDWARDS.COM 3F-26A FEMALE STAFF TOILETS / |RF-1 RF-1 PT-1/SS-2 |PT-1/SS-2 |PT-1/PT-2 |PT-1 P-GWB PG-2/SP-1/MT-1
S SHOWERS
§ FIELD COLOR ON GWB - WET P-4S PAINT FINISH: SATIN 3F-27 VESTIBULE RSF RF-1 P-1 P-1 P-4 P-1 P-GWB PG-1
= AREAS :
0 3F-28 |MALE STAFF LOCKERS  |RF-1 RF-1 P-1S P-2S PT-1 P-1S/PG-3/ |[P-GWB | CG-1/MT-1
S P-2S/PT-1
/
g 3F-28A 'MALE STAFF TOILETS/ RF-1 RF-1 PT-1 PT-1 PT-1 PT-1 P-GWB PG-3/SP-1/MT-1
= SHOWERS
< 3F-33 ROBOTIC OR RF RF SS-1 SS-1 SS-1 GL-2/SS-1  GWB-SC
o
[a\]
= C3-42C |(E) CORR RSF RB (E) (E) (E) P-1 (E) DF-1/R-1/CG-1
5/'5 C3-44A |ALCOVE, D.F. RSF-1 RSF-1 PT-2 PT-1 PT-1 P-3S CG-1
?‘3 C3-61A |SCRUB SINK RF RF P-1S P-1S P-3S ACT-1 CG-1
e)
g C3-44 (E) CORR (E) (E) P-1 (E) P-1 (E) CG-1/R-1
;i C3-61 (E) CORR (E) (E)/ RB P-1S (E) (E) P-2S (E) DF-1/R-1/CG-1
2
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1 SCHEMATIC DESIGN (SD) 10/20/2015 APPROVED: BARBARA FALLEN, MEDICAL CENTER DIRECTOR APPROVED: KEVIN A. NASSERI-NOORI, M.D., CHIEF OF ANESTHESIA APPROVED: CURTIS SONG, CHIEF OF INFORMATION AND — .

2 DESIGN DEVELOPMENT (DD) 0111812016 TECHNOLOGY (0IT)FCI0 L ANNING ROOM #8 Building Number Construction

3 CONSTRUCTION DOCUMENTS (CD) 03/30/2016 APPROVED: DWIGHT EVANS,M.D., CHIEF OF STAFF APPROVED: GIOVANNI RUIZ, R.N., SURGERY NURSE MANAGER APPROVED: NORVELL KING, CHIEF OF POLICE ARCHITECTURE 1 an d Fac||| t|es

4 ADDENDUM 1 8/17/2016 APPROVED: MELISSA G. LLOYD, ASSOCIATE DIRECTOR FOR PATIENT  |APPROVED: JULIANA MONTOYA, CHIEF OF FACILITY MANAGEMENT APPROVED: JONATHAN VINSKEY, SAFETY MANAGER IEIlJ\J TG EI ,gj | EOE RRSI NG : . : .
CARE AND NURSING ADMINISTRATION Approved: Project Director Location 11201 BENTON STREET Drawing Number M an ag ement
APPROVED: SHANE ELLIOT, ASSOCIATE DIRECTOR FOR APPROVED: ANTHONY STRELETZ, CHIEF OF PROJECTS APPROVED: MICHAEL B. ING, M.D., CHIEF OF INFECTIOUS DISEASE/ LOMA LINDA CA 92357
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